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Projects must use the following approach, based upon the equations, tables, and examples1 of PNNL’s Developing 
Performance Cost Index Targets for ASHRAE Standard 90.1 Appendix-G – Performance Rating Method, to confirm that 
the 15% performance target is met. Note that for ENERGY STAR MFHR, energy cost savings are permitted for both 
regulated and unregulated loads (i.e., ENERGY STAR Certified appliances) that are currently permitted in the ENERGY 
STAR MFHR Simulation Guidelines.  
 
Step 1: Determine Performance Cost Index from the following equation: 
 

𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 𝐶𝑜𝑠𝑡 𝐼𝑛𝑑𝑒𝑥 (PCI) = 
𝑃𝑟𝑜𝑝𝑜𝑠𝑒𝑑 𝐵𝑢𝑖𝑙𝑑𝑖𝑛𝑔 𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 (𝑃𝐵𝑃) 

𝐵𝑎𝑠𝑒𝑙𝑖𝑛𝑒 𝐵𝑢𝑖𝑙𝑑𝑖𝑛𝑔 𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 (𝐵𝐵𝑃)
 

 
Note: If modeling savings in unregulated loads, this should be reflected in the Proposed Building Performance only 
when calculating improvement beyond code to meet the ENERGY STAR performance target. Savings in unregulated 
loads are not permitted when calculating the PCI for code compliance. 
 
Step 2: Determine the Building Performance Factor: 
 
Based on the Climate Zone where the building is located, identify the Building Performance Factor (BPF) for 
apartments below. These BPFs may only be used to calculate % improvement above 90.1-2013. 
 
Table 1: Building Performance Factor for Apartments by Climate Zone for ASHRAE 90.1-20132 

CZ 1A 1B 2A 2B 3A 3B 3C 4A 4B 4C 5A 5B 5C 6A 6B 7 8 

Apartment 0.78 0.78 0.76 0.74 0.79 0.78 0.73 0.83 0.86 0.86 0.81 0.85 0.86 0.81 0.84 0.79 0.85 

 
Note: The BPF for “Apartment” is applicable to a building with apartments and common space. If the project is a mixed 
use building, the BPF is the area-weighted average of the appropriate BPF for the building types and Climate Zone from 
Table 22, on the following page.  
 
Step 3: Determine the Performance Cost Index Target (𝑃𝐶𝐼𝑡) from the following equation:  
 

  𝑃𝐶𝐼𝑡 = 
(𝐵𝐵𝑈𝐸𝐶+(𝐵𝑃𝐹∗𝐵𝐵𝑅𝐸𝐶)) 

𝐵𝐵𝑃
 

 
BPF = Building Performance Factor (Calculated in step 2) 
BBP = Baseline building performance   
BBREC = Baseline building regulated energy cost   
BBUEC = Baseline building unregulated energy cost  
 
Step 4: Determine the percent improvement beyond 90.1-2013 from the following equation: 
 

  % 𝐼𝑚𝑝𝑟𝑜𝑣𝑒𝑚𝑒𝑛𝑡 𝑏𝑒𝑦𝑜𝑛𝑑 𝑐𝑜𝑑𝑒= 100 ×
 𝑃𝐶𝐼𝑡−𝑃𝐶𝐼 

𝑃𝐶𝐼𝑡
 

 
Note: To meet ENERGY STAR, the % improvement must be at least 15%.   

                                                           
1 While the original Example 2 from the PNNL document is based on ASHRAE 90.1-2010, the example has been modified here to be 
above ASHRAE Standard 90.1-2013. 
2 These Building Performance Factors are based upon values in Table 2.3 of the PNNL document. 

http://www.pnnl.gov/main/publications/external/technical_reports/PNNL-25202Rev1.pdf
http://www.pnnl.gov/main/publications/external/technical_reports/PNNL-25202Rev1.pdf
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Glossary: 
PBP = Proposed Building Performance = The annual energy cost for a proposed design, including both regulated and 
unregulated energy costs, calculated according to Standard 90.1-2013, Appendix G and the ENERGY STAR MFHR 
Simulation Guidelines. 

BBP = Baseline Building Performance = The annual energy cost for a baseline design, including both regulated and 
unregulated energy costs, calculated according to Standard 90.1-2013, Appendix G. 

PCIt = The maximum Performance Cost Index for a proposed design to comply with Standard 90.1-2013.  

BBUEC = Baseline Building Unregulated Energy Cost. The portion of the annual energy cost of a baseline building design 
that is due to unregulated energy use.  

BBREC = Baseline Building Regulated Energy Cost. The portion of the annual energy cost of a baseline building design 
that is due to regulated energy use.  

BPF = Building Performance Factor. Identify “Apartment” BPF based on Climate Zone from Table 23.  The BPF for 
“Apartment” is applicable to a building with apartments and common space. Where a mixed use building includes 
apartment and other (non-residential) building area types, the required BPF shall be equal to the area-weighted 
average of each building area type. For building types not listed in Table 2, use “All Others.”  

 
Table 2: Building Performance Factors (BPF) for Compliance with Standard 90.1-2013 

 
 
  

                                                           
3 These Building Performance Factors are based upon values in Table 2.3 of the PNNL document. 
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MFHR Example 1: Using the same building in Example 1 of PNNL’s Developing Performance Cost Index Targets for ASHRAE 
Standard 90.1 Appendix-G – Performance Rating Method. 

From the PNNL document:  

 Project is a mixed-use building in Chicago, climate zone 5A.  

 The building is 50,000 ft2 with 10,000 ft2 of retail space and 40,000 ft2 of residential apartments. Building 

simulation performed according to the rules of Appendix G-2013 and the Simulation Guidelines result in the 

following:  

o Proposed building performance = $24,000/year4  

o Baseline building performance (BBP) = $49,000/year  

o Baseline building regulated energy cost (BBREC) = $34,000/year  

o Baseline building unregulated energy cost (BBUEC) = $15,000/year 

 

Question: Does this building demonstrate at least 15% improvement over the Standard 90.1-2013? 
Step 1: Determine Performance Cost Index5: 

𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 𝐶𝑜𝑠𝑡 𝐼𝑛𝑑𝑒𝑥 = 
𝑃𝑟𝑜𝑝𝑜𝑠𝑒𝑑 𝐵𝑢𝑖𝑙𝑑𝑖𝑛𝑔 𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 

𝐵𝑎𝑠𝑒𝑙𝑖𝑛𝑒 𝐵𝑢𝑖𝑙𝑑𝑖𝑛𝑔 𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 
 

 

𝑃𝑒𝑟𝑓𝑜𝑟𝑚𝑎𝑛𝑐𝑒 𝐶𝑜𝑠𝑡 𝐼𝑛𝑑𝑒𝑥 = 
$24,000

$49,000 
 = 0.49 

 
Step 2: Determine the Building Performance Factor5:  

Since the project is a mixed use building, the BPF is the area-weighted average of the appropriate 
building type BPFs for climate zone 5A from Table 2.  
 

Building Performance Factor (BPF) = 
40,000 𝑓𝑡2∗0.81+10,000𝑓𝑡2∗0.60

50,000𝑓𝑡2
 = 0.77 

 
Step 3: Determine the Performance Cost Index Target (𝑃𝐶𝐼𝑡) 5:  
 

  𝑃𝐶𝐼𝑡 = 
(𝐵𝐵𝑈𝐸𝐶+(𝐵𝑃𝐹∗𝐵𝐵𝑅𝐸𝐶)) 

𝐵𝐵𝑃
 

  

𝑃𝐶𝐼𝑡 = 
($15,000+(0.77∗$34,000)) 

$49,000
= 0.77 

 
Step 4: Determine the percent improvement beyond 90.1-20135: 
 

  % 𝐼𝑚𝑝𝑟𝑜𝑣𝑒𝑚𝑒𝑛𝑡 𝑏𝑒𝑦𝑜𝑛𝑑 𝑐𝑜𝑑𝑒= 100×
 𝑃𝐶𝐼𝑡−𝑃𝐶𝐼 

𝑃𝐶𝐼𝑡
 

 

% 𝐼𝑚𝑝𝑟𝑜𝑣𝑒𝑚𝑒𝑛𝑡 𝑏𝑒𝑦𝑜𝑛𝑑 𝑐𝑜𝑑𝑒= 100×
 0.77−0.49 

0.77
 = 36% 

Answer: Yes, the % improvement beyond code > 15% (36 > 15) 

                                                           
4 This number has been changed from Example 1 of the PNNL document. 
5 Round to at least two significant figures 

http://www.pnnl.gov/main/publications/external/technical_reports/PNNL-25202Rev1.pdf
http://www.pnnl.gov/main/publications/external/technical_reports/PNNL-25202Rev1.pdf

